
Instruction FOR LED4 DISPLAY

brief introduction 
HJ-502 is a specified display instrument for industrial generators and uses 

the most advanced ASIC as the core part for design.It displays the true RMS 
voltage, current, power, frequency, accumulation has protection for high 
voltage, low voltage, over current, overloading, overclocking, low-frequency, 
low oil pressure and high temperature .Various tests data shows that the rich 
protecting functions can make users monitor the condition of the generators at 
any time.It is of high precision and easy operation,demonstrating as a strong 
product of high accuracy, reliability and durability, 

display instrument introduction 

Indtrument mode

 first  
display 
window 

condition indicating lamp 

menu button 
accumulated display window 

Instrument model: HJ-502 
first display window: Show voltage, current, power, frequency and alarming 
condition indicating lamp:V voltage  A current  KW power  Hz frequency 
accumulated display window:displaying range: 0000 0~9999.9  0.1 equals 

6 minutes, various protections 
menu button:switch mode,into protection setting,save and exit the 

mode,clear alarming 

protection setting 
With all the connecting wires under the right condition,turn on the power 

switch, wait 3 seconds for the display “system resetting”;after successfully 
starting the generator press ”mode” shortly to view voltage, current, power, 
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